Capital Assessment Report Update: 2025-2035:
Downers Grove Public Library



Summary Capital Assessment Report:
Downers Grove Public Library

Project Goals:

Summary Matrix:
Capital Assessment with Cost Projections through 2035

Full Reports:

SMC Building Analysis: Exterior Envelope, Site & Interior Finishes

Tremco Roofing Analysis

2010 Engineering: MEP + FP Analysis

product architecture +design: Furniture Inventory and Future Needs Analysis:

Appendix A:

Existing Building Plans
Existing Furniture Plans
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Project Goals:

Product Architecture + Design has completed the following capital assessment report update

as a tool to understand the current condition of the building infrastructure and systems including
future life cycle costs for operation and replacement. The summary represents a 10 year projection
through 2035 for major building equipment and systems.

The following list was discussed with the team at an initial kickoff meeting to be included in the
final report:

Building Analysis:

Exterior Masonry/Cladding Materials
Roofing (Standing Seam Metal Roof)
Carpeting/Flooring

Paint

MEP+FP

Electrical

Fire safety

HVAC

Lighting

Plumbing

Energy (Consumption)

Furniture
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Summary Matrix:

Product Architecture + Design has completed the following Summary Matrix that includes all the
information presented in the individual reports including a 4% annual escalation through 2035 for
the major building systems and maintenance items.
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Building Analysis:

SMC performed a visual inspection of the exterior envelope and interior finishes. The following
report documents their findings and recommendations based on industry standards.
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Roofing Analysis:

John Momper of Tremco Roofing was contacted to perform an analysis of the existing metal roof
system at the library. The new membrane roof warranty extends through 2041 and therefore is not
included in this report. For this report, the metal roofs were broken down into individual areas for ease

of understanding. There would be a cost savings if all or a number of the roofs were replaced together
as part of a single project.

Tremco currently holds the maintenance contract on the existing roof for the library.
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Mechanical/Electrical/Plumbing + Fire
Protection Analysis:

2010 Engineering performed a comprehensive inspection of all major mechanical,
electrical, plumbing and fire protection equipment at the existing faculty. Their

team also contacted and met with lan to further understand issues that would need to be
included in their investigation.

The following reports document their findings and recommendations based on industry standards.
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Furniture Inventory and Future Needs Analysis:

product Architecture + Design meet with Director Milavec to develop a comprehensive plan for the
continual replacement of the existing furniture. The following is a list of current and future needs
organized by area.
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Appendix A:

Main and Second Level Floor Plan
Main and Second Level Reflected Ceiling Plan
Main and Second Level Furniture Plan
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